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Crossroads Learning Center
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Crossroads Learning Center, 2441 E. Seven Mile Rd., Detroit, ML, on May 31st, 2016.
The sample results taken in conjunction with this investigation are also presented
on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Glenda Reed
on May 18t, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination. :
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any

questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

{ {
S

Michael Etters Monica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356805
6/23/2016 . ) “a P /ZJ;
2491 €. T H, 2
Customer:  G. S. Group Source: Crossroads Intergenerational, DC-01-KC-01-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:Mi

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The resulls herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unfess otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request, All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any "Level Detecled’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND*" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA™ Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboralory can defect a contaminant,
“DF" This column indicates the contaminant dilution factor.
Report Notss:
Fedid# Contaminant ~ Method Standard  Units  LRL Level DF  Date/Time Date. . DatefTime

Detected . Sampled , Prepped Analyzed

Inorganic Analytes - Metals

0% tesd = 2008 0015 mgl gooi ND v omipois o720 epinbie

These test results may be used for compliance purpose as required.

IAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356805 Lead Only Date Printed: 6/23/2016 10:15:33 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M!, 48197-5166
(440) 449-2525, Fax: (440) 449.8585

ANALYTICAL REPORTS
SAMPLE CODE: 356806
612312016
Customer:  G. S. Group Source: Crossroads Intergenerational, DC-01-KC-01-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:Mi

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legand:

Any ‘Level Detected’ marked with an asterisk ("} indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
“NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF* This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant ‘ Method Standard  Units  LRL Level OF Dateffime  Dale  DatefTime

Detected Sampled _ Prepped  Analyzed

Inorganic Analytes - Metals

080 demi s e

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 356808 Lead Only Date Printed: 6/23/2016 10:15:34 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356807
6/23/2016
Customer:  G.S. Group Source: Crossroads Intergenerational, DC-01-CBF-02-P
Monica Starks ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

Date/Time Recelved:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

“ND" This contaminant was not dstected at or above our lower reporting limit (LRL)
“NAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level {(MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant Method Standard  Umits  LRL Level DF DatefTme  Dae  DalefMime

. Detecled Sampled Prepped  Analyzed

Inorganic Analytes - Metals

1030 ted | o008 00is wmgl o001 WD qemipels oiss 0 einne
These test results may be used for compliance purpose as required.
1alyst Tests

'EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboraltonies, Ltd.
Page 1 of 1 356807 Lead Only Date Printed: 6/23/2016 10:15:34 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356808
6/23/2016
Customer:  G. S. Group Source: Crossroads Intergenerational, DC-01-CBF-02-F
Monica Starks . ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:Mi

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISO/NIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level {(MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
“NA® Not Analyzed
“8tandard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DFY This column indicates the contaminant dilution factor,
Report Notes:
Fedid# Contaminant  Method: Standard Units  LRL Level DF  DatelTime Date Date/Time

Detected . Sampled Prepped Analyzed

Inorganic Analytes - Metals

1030 tead - 2008 015 mpgl 08617 NDO 4 oEipeie gvae | bpipote

These test results may be used for compliance purpose as required.

{Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Laboratories, Ltd,
Page 1 of 1 356808 Lead Only Date Printed: 6/23/2016 10:15:34 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356809
6/23/12016
Customer:  G.S. Group Source: Crossroads Intergenerational, DC-01-BF-03-P
Monica Starks . ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

Date/Time Recsived:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was nol detected at or above our lower reporting limit (LRL)
“"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~ Method Standard  Units  LRL Level  DF Dateffme  Dae  DatefMime

Detected ‘ Sampled Prepped Analyzed

Inorganie Analytes - Metals
1030 tesd 2008 0015  mol  opbo1 6ot

53112016 0720

62112016

These test results may be used for compliance purpose as required.

!Analyst Tests

lEC 200.8

James Abston, Operations Manager

This report cannot be repraduced, except in full, without the writlen approval of National Testing Laboratories, Lid
Page 1 of 1 356808 Lead Only Dale Printed: 6/23/2016 10:15:34 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356810
612312016
Customer:  G. S. Group Source: Crossroads Intergenerational, DC-01-BF-03-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:M!

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resuits are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND” This contaminant was not detected at or above our fower reporting fimit (LRL)
“NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the towest level that the laboratory can detect 2 contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard Unis  LRL level  DF Datefme  Dae  DatefTime

Detecled Sampled _ Prepped Analyzed

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.
alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannat be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356810 Lead Only Date Printed: 6/23/2016 10:15:34 AM



Order Date:

Product;

1-800-458-3330

Sample Pald: No

: EF
Sold To: ToR:E

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit M 48203

Date Sampled \_?MXMs i i L L}_

Time Sampi ledi: 7 : ZD Please Use Military Tume, e.g 3 00pm = 15.00
Check Time Zone: [ZYEST []CST[IMST[]PST

A vame: ( rpecypade Tl raeis ridsset

z441 .7 M, 2]
213-222- 0327

By
or Source: 0~ 61 K- p - P

¥

Source Type: [ Spring ] well Municipa! [J Surface
[[] Other:

City & State: ,D\ . "T}?ﬂL

(if D;ffe(e t than Above)
Sample Collscted g’%‘»}&f\/\/\)@ %’

S)gnature)
Sample Collected By: Mlc, ( f’ﬁ’-&i{ﬁ.

{Please Pnnt)

Form Completed By: H\Z;Lov) G):T))fo@

%

dUmber:

PWS ID# (f applicable):

Sample

1S 4

Order Number:

Sample Number:

General Compliance

2077783 ¢
05/20/2016 \

N
DS n I
Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment §:

Check #:

Lab Comments/Special Instructions:

State Forms:

Lab Sample informaion;

Date Recelved: ‘ 'JUN 15 2016
o

Time Recsived: * 'Q.Z

Received By: é (A 1/

[7] sample recsipt criterfa chilcked & accaptable.

D Deawiations from a geptable sample recaipt criteria noted
on PSA form.

e 14 5&@15 # |

i W
\J

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




: General Compliance
Laboratories, Ltd. Order Number: 2077783

g P Order Date: 05/20/2016 156 %\36
Quality Water Analysis  Sample Number: 0 O
1.800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
(EF
Sold To: TSR ]
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Comments/Speclal Instructions:

Date Sampled ,ngﬁjf mf!;g

Time Bampled m.:ZmZQ Please Use Mifitary Time, e.g 3.00pm = 15 00
Check Time Zone: [TEST (7] CST []MST[]PST

lient *éamc* mé{[%_.é,ﬂbgé my Caene.i oned
L 2441 B, 7 Nile 2d.
umber: g 13-72332 . tg g'?'?

, State Forms:
WS 1D# (if applicable): Q}ﬁ -

- Sample ID or Source: —ty1 - - Bl -
:DC O" Kd o r Lab Sample Information
Source Type: [7] Spring [7] Well Municipat [7] Surface Date Recelved: 5 l 915

[J Other
Y Time Received:

.

City & State: f);g\ 0 ™

Recelved By:

{1 Blifferant than Abova)
. b [[] sample recsipt criterig chiicked & accaptable.
W ““““““ [[] Deviatians from accsbtabie sample recaipt crteria noted

&4
&‘.‘

Srg}fétum) on PSA form.
Sample Collecian M\('/['\N\ B’ﬁjﬁb '
(Please Print)

Form Completed By: M (‘,}n‘w\ L'Sﬁ\d{f?

+
.

Additidnat Co ) . — :
"TWM 161, “'3%5’21«1 1S & Am;mm Shave 1o g)c%gi?if 4t /
U,ﬁl\ Suwbl,(/ N

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Vational Testing
Laboratories, Lid. Order Number: 2077783
; Order Date: 05/20/2016 156
Sample Number: e ”lﬁlgﬁ
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Commonts/Special Instructions:

Date Sampled 53 lé

Time Sampled: :Zm MZC\ Please Use Military Tims, e. 3.00pm = 15:00
Check Time Zone' [WEST []CST[MST[]PST

{dmz ?wm@ 0 %509%}5 MMS&’M@&}L&M
244 t &, 7 Mae Ké
312-223 - 6227

PWS ID# (if applicable): /\3 1/ A Serome:
Sample 1D or :f:s‘?mm:\%fDC - Ot - CBF"' OZ' P Lab Sample Info
mple Informaton:

/| JUN 15 201

Source Type: [] Spring [7] Well (5 Municipal [ Surface Date Recelved:
[ Other:

é ~ T Time Received:
City & Biate: M‘g}r M i, . l 7 J
{if Blterent than Above) Received By:_{
[T} Sample receipt criterid chaked ‘
Sample Collected B% /\/\/\, @ [T] Deviations from accebtable sample receipt critena noted
on PSA form.

{Si naufre)
Sample Collected By: M;%Uj B:ﬁ—{b

{Please Print)

Form Cormpleted By: M,Z}ﬂv{ Q’b@ )

oo

n\?ﬁé}ww wmﬁ\)wi S 4 c)aéﬂ Y L éa&%) le & 2,

?t( b A yaw

INCOMPLETE INFORMATION MIAY DELAY ANALYSIS AND/IOR INVALIDATE RESULTS




""" Order Date:
Qm&xy Wa,ter A mly&w

1-800-458-3330 Product:

Sample Paid: No

Sold To: TSR: EF

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

553;)6
/!

Date Sampled

Timvie Bampled: __ ¢ 1 £4)  Pleaseuss Mitdary Time, e g 3.00pm = 1500
Check Time Zone ST [JCSTIMST[JPST
Giient Name: (7 e E?MJS ;Lﬁ;m Apag b

el

PWS 1D# (if apolicable): ,{) /},g,

Sample 1D or Source: (DC,”D\'CBa DZ—F

Source Type: [] Sprng [] Well [Q/ Municipal [7] Surface

[7] Other
(\916’}’ 1) LT Mt 3

{if Differént than Above)

Sample Collected &Q\_/\/\/\i iD 5‘%’”“

(S nalmgL
ollected By: M\ ‘i \/é.

{Please Pnnt)

M e gﬁgw

City & &t

Sample

Form Completed By:

Order Number:

Sample Number:

General Compliance

2077783
05/20/2016

Mg OE

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting information:

Payment $:

Check #:

Lab Comments/Special Instructions:

State Forms:

Lab Sample Info!
Date Recelved:
Time Recelved:
Received By:
[[] Sample receipt criterig/ ct esked & acceptable.

7] Dewations from acceptable sample receipt crileria noted
on PSA form.

TR

S ot ation ‘aww( 1o 4 Wz ]

Tlush G DL

V4 ::f}%a?e( ﬁ‘?i

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

ational Testing
Laboratories, Ltd. Order Number: 2077783
s Order Date: 05/20/2016 356809
Quality Wator Aralysis  Sample Number Wi namllg
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF |
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

F"M ¥
Date Sampled ngéfm; ffz
Time Sampled: 7 ZO

Check Time Zone. é;sm;w[] csTmsT]PST
Aigurame: Crvetrvads “Taletypne o |
V)‘Wﬂ(

giem Number: %l% 233 - (9‘327
Ol
Sample 1D or Source: DC ~0l- B(Cw 03 ,.,?

Source Type: [ Spring [7] Well @/Municipal [] Surface

[] Other
‘etpet Mo

(If Diffdrent than Above)

Sample Colisctad @&J\}M /C}D 52{: -

{Signature)

Sample Collected By: M\aﬂaﬂl g%(yé

{Please Pnnt)

iehd Bl s

Please Use Mditary Time e g 3 00pm = 1500

PWE 1D# (if applicablal:

Form Completed By:

wwfoc ki md.ei 1S5 &
ve b Sm

Lab Commente/Spocial Instructions:

State Forms:

Lab Sample Informatio
Date Recelved:

ﬁ YN 15 0%

Time Received:

[] Deviations from accegtable/sample recaipt critena noted
on PSA form.

§“ | Q;}d P D! H 2

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Vational Testing
Laiwramnes, Ltd Order Number: 2077783
\ . Order Date:  05/20/2016 356810
Quadity Waiar Ay Sample Number: 001 O
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled Wé:sjﬁl{/mé
L2

Check Time Zone [(EST [JCST[JMST]PST

Time Sampled Piease Use Military Time. e g 3 00pm = 15.00

gt Crvssnad s Ja/r/zm«mm}mﬁ/
Z4Y | B, 7MIZ£ Qc)

303 233 b3,

Be Mumber:

PWS ID# {if appticable);

Dl

Sample I or Source: D(‘/«'O[ - %6:“ 63 "’F

Lab Comments/Special Instrustions:

State Forms:

Source Type: [[] Spring 0O wel B/Municipal [] Surface
[] Other.

City & State: 9}(5 NN &‘“

Lab Sample Informatidn:

Date Recelved: 1 A JUN 1 5/ 2016
Time Recelved: 5.

Received By:

[] Sample receipt criterig checked & acceptabls.
tabie sample recaipt critena noted

{if Dtﬁ&em than Abova
Sample Collected gﬁg\/’\/\,\ . &
(S!gnalure)
Sample Collected By \\ \Hﬂ};aﬂ,} ( ﬂqj f§
{Ploase Print)

Form Completed By, \\/} ”,.:LQ_J{ {,:ﬁ‘:(k.‘:

Additidhal Corgments:

\"l‘ U) < ?\»f

s
Q[‘b¥bi§"‘ c‘:}zi @ J i‘a a Jﬁ@{}ﬁ pard &w\«i\,(f,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE REBULTS




